TOWN OF LOS ALTOS HILLS
GUIDELINES FOR RESIDENTIAL SERVICE DESIGN LOAD INFORMATIONS

COMPLETED BY: DATE:

SERVICE ADDRESS: PHONE:

WASTEWATER UTILITY: SEWER CUSTOMER DEMAND DATA TABLE-FIXTURE UNIT COUNTS

* FOR RESIDENTIAL ONLY *
FIXTURE TYPE NO. OF MULTIPLY BY FIXTURE
FIXTURES | FIXTURE UNIT UNITS
BAR SINK 10
BATHROOM SINK 10
BATHTUB OR COMBINATION
BATH/SHOWER 2.0
BIDET 2.0
CLOTHES WASHING MACHINE 3.0
DISHWASHER 2.0
HOT TUB/SPA 2.0
KITCHEN SINK 2.0
LAUNDRY SINK 20
SHOWER HEAD (EACH HEAD) 2.0
TOILET (GRAVITY TANK) 3.0
WHIRLPOOL BATH OR COMBINATIONS
BATH/SHOWER 2.0
TOTAL FIXTURE UNITS:
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Table 7-3 2001 CALIFORNIA PLUMBING CODE

TABLE 7-3 |1nm rggl
Drainage Fixture Unit Values (DFU) ; /2 40
50
Min. Size : g 2 gg
Trap and ]
Plumbing Appliance, Appurtenance of Fodure Trap Amm? Private Public Assembly®
Bathtub or Combination Bath/Shower 1-1/2° 2.0 2.0
Bidet 1-1/4° 1.0
Bidat 1-1/Z 2.0
Clothes Washer, domestic, standpipe® 2 3.0 3.0 3.0
Dental Unit, cuspidor 1-1/4° 1.0 .0 -
Dishwasher, domestic, with independent drain eevmsramensesenermammeree 117272 20 2.0 20
Drinking Fourtain or Watercooler (per head) 1-1/4" 0.5 0.5 1.0
Food-waste-grinder, commercial z 3.0 3.0
Floor Drain, emergency z 0.0 0.0
Ficor Drain {for additional sizes see Section 702) ..cwceereramomrerse- 2 20 20 20
Shower single head trap 2 2.0 2.0 2.0
Multi-haad, each additional o 1.0 1.0 1.0
Lavatory, single 1-1/4° 1.0 1.0 1.0
Lavatory in sets of two or three 1-1/2" 20 2.0 20
Washfountain...... 1.1/2 20 2.0
Washfountain re 30 3.0
Mobile Home, trap [Not Adopted by HCD] 3" 12.0
Receptor, indirect wasie! 1-1/2° See foctnote 1,3
Recepior, indirect waste’4 2" See footnote 1,4
Receptor, indirect waste! 3 See footnote 1
Sinks
Bar 1-1/2* 1.0
Bar 11272 2.0 2.0
Citnical ko 6.0 6.0
Commercial with food waste 1-1/272 3.0 30
Spedial Purpose. 1-1/2° 20 3.0 3.0
Spacial Purpose. 2k 3.0 40 4.0
Spedal Purpose 3 6.0 6.0
Kitchen, domestic 1-1/2"2 20 20
{with or without food-waste-grinder and/or dishwasher)
Laundry 1-1/2* 2.0 20 2.0
(whmmmndismargehmnadomesvmsher)
Service or Mop Basin 2" a0 3.0
Service or Mop Basin 3 3.0 3.0
Service, flushing rim . 3 6.0 6.0 -
Wash, each set of faucets ) 20 2.0
Urinal, integral trap 1.0 GPF2 z 20 20 50
Urinal, integral trap greater than 1.0 GPF. z 20 20 6.0
Urinal, exposed trap 1-1/272 2.0 2.0 5.0
Water Closet, 1.6 GPF Gravity Tank® : 3 3.0 4.0 6.0
Water Closet, 1.6 GPF Flushometer Tankb 3 3.0 4.0 6.0
Water Closet, 1.6 GPF Flushometer Valvef 3 3.0 4.0 6.0
Water Closet, greater than 1.6 GPF Gravity Tank® —civiee 3 4.0 6.0 8.0
Water Closet, greater than 1.6 GPF Flushometer ValveS......... 3’ 4.0 6.0 8.0
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2. Provide a 2" (51 mm) minimum draln.
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4 For commercial sinks, distrwashers, and simitar moderate or heavy demands.
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B. Assambly [Public Use (Ses Table 4-1)).

F1 T
ECEIVED

i
HLE

B4 AUG 1 7 2005

FEAEE R e B 1o MR
TONS 0% L fuedy HILLS



IR

HlHJ

Table 7-3 2001 CALIFORNIA PLUMBING CODE

TABLE 7-3 inch mm
Drainage Fibdure Unit Values (DFU) }-}Z i%
2 50
Min. Size gz B
Trap and X
Plumbing Appliance, Appurtenance or Fixture Trap Amm? Private Public Assembly®
Bathtub or Combination Bath/Shower 1-1/2* 2.0 20
Bidet 1-1/4" 1.0
Bidet 1 1rg 2.0
Clothes Washer, domestic, standpipes 2 3.0 3.0 30
Dental Unit, cuspidor 1-1/4' 1.0 1.0 -
Dishwasher, domestic, with independent drin w......coeseemmuerm.n 1-1/2°2 20 20 2.0
Drinking Fountain or Watercooler (per head) 1-1/4* 0.5 0.5 1.0
Food-waste-grinder, commercial 2" 3.0 3.0
Fioor Drain, emergsncy e 0.0 0.0
Fioor Drain (for additional sizes see Section 702) ..ccoeremveovevnn o 20 20 2.0
Shower single head trap 2 2.0 2.0 2.0
Muiti-head, each additional o 1.0 1.0 1.0
Lavatory, single 1-1/4° 1.0 1.0 1.0
Lavatory in sets of two or three : 1-1/2° 2.0 20 2.0
Washfountain...... 1-1/2" 20 20
Washfountain ry 30 3.0
Mobile Home, trap [Notf Adopted by HCD] 3 12.0
Receptor, indirect waste!3 1-1/2" See footnote 1,3
Receptor, indirect wasiel4 2 See footnote 1,4
Receptor, indirect waste? 3" See footnote 1
Sinks
Bar 1-172 1.0
Bar 1-1/22 20 20
Clinical 3 6.0 6.0
Commercial with food waste i-1/2°2 ao 3.0
Special Purpose 1-1/2 2.0 ao 30
Special Purpose 2 3.0 4.0 4.0
Special Pupose. 3 8.0 6.0
Kitchen, domestic 1-1/2"2 2.0 20
{with or without food-waste-grinder and/or dishwasher)
Laundry 11/ 20 20 2.0
(with or without discharge from a clothes washer)
Service or Mop Basin 2" 3.0 3.0
Service or Mop Basin 3" 3.0 3.0
Service, flushing rim . 3 6.0 6.0
Wash, each set of fauceis ' 2.0 2.0
Urinal, integral trap 1.0 GPR 2 20 2.0 5.0
Urinal, integral trap greater than 1.0 GPFeeviencieeee. 2 20 2.0 6.0
Urinal, exposed trap. 1-1/2"2 2.0 20 5.0
Water Closet, 1.6 GPF Gravity Tank® ; 3 30 4.0 8.0
Water Closet, 1.6 GPF Flushometer Tank® 3 3.0 40 6.0
Water Closet, 1.6 GPF Flushometer ValveS 3" 3.0 4.0 6.0
Water Closet, greater than 1.6 GPF Gravity Tank8 o ............ 3 40 80 8.0
Water Cioset, greater than 1.6 GPF Flushometer Valve®........... 3 40 6.0 8.0
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2. Provide a 2° (51 men) minimum crain.

3. For refigerators, cofies vms, watsr stafions, and simitar low demands.

4, For commercial sinks, dishwashers, and similar modesate or heavy demands.

5. Bmdmgshavhgadohaswashbgmwiﬂiduﬂ'mvashemhabaneqofﬂﬂemmmmdo&mwashersstalberatedatsbt(sjﬁmnmnsemfor
purposes of sizing common horizontal and vertical drainage piping. .

E. Water closets shall be computed as six {§) foture units when determining saplic tank sizes based on Appentix K of this Code.

7. Tlaps-izesshalnotbeincreasedImhemﬁﬂvhaehefn&ndmhmemaybehadequaﬁbmahﬁahhe&seﬂ-mtﬁngproperﬁes.

8. Assembly [Pubkc Use (See Tabla 4-1))






